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FIRE DAMPER - FIRE WALL- FRAME MOUNTED [*=

NOTES

I. ALL FIRE DAMPER INSTALLATIONS SHALL BE INSPECTED AND APPROVED BY FIRE

DEPARTMENT. DAMPER , OPERATION AND INSTALLATION SHALL BE IN ACCORDANCE WITH
NFPA STANDARD 90A.

LOCATE FOR SNUG FIT WITH DAMPERS BUT
NOT RESTRICTIVE. DAMPERS SHALL BE
MOVABLE BY HAND.
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DAMPERS SHALL BE INSTALLED WITH
LATCHES AND FUSIBLE LINKAGE
ACCESSABLE FOR OPENING AND RE-FUSING
AFTER ACTIVATION.
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